A

A

D,

N\
[P
)
O 7
T ) |
7 i | (0 H- o -
7 ] 5y & DUCT CONNECTION
eaafes 3 = (3\FOR_AIR_TERMINAL UNITS
HS /NO SCALE
D -~ o
e
= g — RH_ R 1 _
| — ‘o
AIR TERMINAL UNIT
/4 \CONTROL DIAGRAM VAV REHEAT
HS /NO SCALE
1 H ;_—"
: g = e
_x I lﬂi_
_U
T T _ﬂ @l_
| =
= =
CHILLER POINT SCHEDULE
CONTROL POINT TYPE ALARM
DEVICE POINT NAME POINT DESCRIPTION Al Bl AO BO HI LOW | BIN TOTALIZE

T-1 CWR Temp CHILLED WATER RETURN TEMPERATURE X
T-2 CWS Temp CHILLED WATER SUPPLY TEMPERATURE X X
R-1 Acch Control ACCH START/STOP CONTROL X X
CS-1 Acch Status ACCH RUN STATUS X
R-2 P01 Control PUMP P01 CONTROL X X
CS-2 P01 Status PUMP P01 STATUS X
R-4 P01 Speed PUMP 01 SPEED X
R-3 P02 Control PUMP P02 CONTROL X X
CS3 P02 Status PUMP P02 STATUS X
R-5 P02 Speed PUMP 02 SPEED X
P-1 Press CHILLED WATER SYSTEM PRESSURE X X
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